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Installation Instruction
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Cara II/2, VII/2, VIII/2
with adjustable luminaire head

example Cara II/2:
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Luminaire head (1) is already wired for connection upon delivery.
Attach the luminaire head on the pole (2) (Ø60, optional Ø76), orientate and fix with 
two screws (3).
The jib (4) varies depending on the version.
 
In order to access the electrical installations in case of maintenance,
loosen 4 pcs. cylinder head screws M4 (6). Remove the cap (7) including the pane 
and the seal (8). If required, detach the mounting plate (9) including the LED unit 
(10, 11) and disconnect the cable.
 
Reassemble the luminaire in reverse order. Pay attention to the sealing ring in the 
nut of the cover.
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